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(E) SPRAYED—ON FIREPROOFING
FIRE STOP SEALANT—OVERLAP

GB, F.P. & TRACK 1/2"

MIN TYP

DO NOT ATTACH GB TO TOP TRACK

(E) MET DOUBLE TOP TRACK —
REMOVE F.P. OVERSPRAY AS REQ'D
FOR PROPER ATTACHMENT OF GB

8 PCF FIRE SAFING

JOINT REINF

FOR PARTITION TYPES SEE
FLOOR PLAN

(E) 5/8”" GB

NR PART, @ (E) FIREFROOFED GIRDER
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ARCHITECTURAL STANDARD DETAILS -
02/3/98 3'=1'-0"
NR PART. @ (E) FIREPROOFED GIRDER APPROVED BY SHEET
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